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 2 New design 
In one type of commercially available shielded-
cable connector, the metal shielding braid (cable 
sheath) is grounded by expanding the wires at the end 
of the braid and clamping them between the braid 
ring and the braid ferrule of the connector. The cut-
away assembly, Figure 1, shows how the lay of the 
sheath wires is uncontrolled in this type of connector. 
Upon disassembly of the connector for inspection,
the wires are usually so bent and damaged that reas-
sembly is impractical. 
A new termination adapter, Figure 2 and Figure 3 
(on the reverse side), which has been devised to re-
place the braid ring component of the cable connec-
tor, ensures permanent attachment and grounding of 
the sheath wires in a controlled manner. Figure 3 
shows an expanded cross sectional detail of the term-
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